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Introduction
Vibrations induced by railway traffic, machine operations, or pile driving are a major concern for civil engineers as it can cause annoyance to residents or even damage to adjacent structures. Wave barriers are needed in some cases to prevent or reduce the adverse effects of ground vibrations to the concerned structure.
Many investigations concerning vibration isolations have been conducted by different kinds of methods. To name a few, Segol et al. [1] used the finite element method (FEM) and a two-dimensional slab-type model for studying vibration screening by open trenches and in-filled trenches in layered soils. Haupt [2] employed FEM in investigating the use of solid obstacles of different shapes for passive, as well as active, isolation. Takemiya [3] and With et al. [4] investigated the isolation efficiency of countermeasures along a railway line to the train-induced ground vibrations by FEM as well as field tests. Yang and Hung [4] presented a parametric study of wave barriers for the train-induced ground vibrations and the effects of parameters such as the dimensions of the open and filled trenches and modulus of the in-filled material on the screening efficiency were investigated. Hung et al. [6] studied the effectiveness of different vibration countermeasures, including open trenches, in-filled trenches, and wave impeding blocks to the train-induced ground vibration with a 2.5D finite/infinite element approach. Using the boundary element method (BEM), Emad and Manolis [7] , Beskos et al. [8] , Dasgupta et al. [9] , Ahmad and Al-Hussaini [10] and Klein et al. [11] investigated the isolation efficiency of countermeasures to incident waves or harmonic point loads. Some experimental work has also been conducted, such as Woods [12] , who performed an experimental investigation on the effectiveness of open trenches in reducing the amplitude of vertical ground vibrations, a scale experiment in water by Liao and Sangrey [13] , and an open trench experiment by Klein et al. [11] . Analytical treatments of the vibration isolation problems have also been provided. Aviles and Sanchez-Sesma [14] and Boroomand and Kaynia [15, 16] developed analytical models to study the amplitude reduction behind a row of circular solid piles in an elastic half-space when subjected to incident waves. Based on their studies, Cai et al. [17] and Xu et al. [18] studied a row of rigid piles as countermeasures in a saturated poroelastic soil medium for reducing the ground vibration to incident waves or a moving point load, and it was found that the isolation performance of a pile barrier in a poroelastic soil was better than that in an elastic soil medium. Karlström and Boström [19] proposed an analytical approach to investigate the screening effectiveness of open trenches on a layered elastic half-space to the train-induced ground vibrations at both sub-and super-critical train speeds.
In the work mentioned above, the ground is often simplified as a single-phase elastic medium, and the effects of underground water are neglected. Under some circumstances, the coupling effects between the soil skeleton and underground water can affect the wave propagation significantly in the saturated soil medium. Existing studies (Cai et al. [17] , Xu et al. [18] ) show that the screening effect of piles in a saturated poroelastic soil medium is quite different from those in a single-phase elastic soil medium in some cases. Thus, the saturated poroelastic soil model can be essential in the investigation of ground vibration reduction by countermeasures. On the other hand, an open trench is known as an efficient and economic countermeasure to reduce the high-frequency ground vibration components and is widely used in the engineering field. The isolation performance of open trenches on a saturated poroelastic half-space to moving-load induced ground vibrations has not been studied yet. Thus, it is of significance to investigate the screening effectiveness of trenches more exactly by a saturated poroelastic soil model, including the coupling effect between the soil skeleton and the water.
In this paper, an analytical model is proposed to investigate the screening efficiency of open trenches to the ground vibration generated by a moving rectangular load. The ground is modeled as a fully saturated poroelastic half-space, taking into account the coupling between the soil skeleton and the fluid. Analytical solutions are obtained based on Fourier transforms and Fourier series. The main contribution of this paper is to identify the different performances of trenches on a poroelastic half-space and an elastic half-space to moving loads with various load speeds. Furthermore, the effects of the coupling between the soil skeleton and the fluid on the screening efficiency of the trench are further investigated. Finally, the effects of the distance between the trench and the moving-load on the screening efficiency are analyzed.
Governing equations and solutions
The geometrical details of the trench model are shown in Fig. 1 . The ground is modeled as a fully saturated poroelastic half-space. The trenches are obtained by placing three rectangular elastic layers with appropriate widths on the poroelastic half-space. The widths of the outer layers are chosen large enough so as to approximate a half-infinite layer. The moving load is represented by a moving rectangular load. The trenches are placed symmetrically at both sides of the moving load.
For simplicity the bottom of the trenches are assumed to coincide with the top of the poroelastic half-space. The present procedure can probably be generalized to the case with poroelastic top layers so that the trenches are situated in poroelastic half-space. Generalizations to a layered half-space are straightforward, see Karlström and Boström [20] .
Governing equations and solutions for the elastic layers
The Lamé equations for the elastic layers are given as:
where j , j are the Lamé constants and j is the density of the elastic layers. The gradient operator is defined as { , , } 
The interface between the elastic layers and the poroelastic half-space is assumed to be perfectly 
This boundary condition is obtained by choosing e v to be zero, which is artificial, and combining the shear stresses condition on the sides of the embankment layers. This is equivalent to:
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It was stated in Karlström and Boström [19] 
where Q is the amplitude of the load pressure, V is the load speed, a and b are half the load width and length, respectively. For the banks (b + , b -), the traction on the top of the elastic layers vanishes:
Similar boundary conditions are also used at the sides of the banks:
By decomposing the displacement fields of the embankment (j=e) and banks ( b j ) in three scalar potentials, analytical solutions to the equations of motion (1) can be obtained by
where j , SHj and SVj are potentials for longitudinal, horizontal transverse and vertical transverse waves, respectively, which satisfy scalar wave equations.
Fourier transforms are applied with respect to t and x. The Fourier transform pair for the time
The Fourier transform pair for the space coordinate x is defined as
The doubled transformed fields (with respect to the time t and the space coordinate x) are denoted by a hat.
As the boundaries on the vertical sides of the embankment layers and the banks are designed in a special way, the displacement fields in the finite domain can be developed by adopting Fourier series expansions. According to Karlström and Boström [19] , the scalar potentials in the layers j=e and b can be given as follows.
Here the coefficients (12), the displacements of the embankment and banks can be obtained as
where
The displacement coefficients k can be found in Table 2 .
Substituting Eq. (20)- (22) 
Here some more coefficients are introduced:
Coupling between the saturated poroelastic half-space and the elastic layer.
Biot's theory is employed for the saturated poroelastic half-space. Neglecting the apparent mass density, the linearized dynamic equations of motion for a fully saturated poroelastic solid are given by Biot [21] as: At the interface between the saturated poroelastic half-space and the finite ground layers, the
Fourier transform is applied with respect to y to the interface conditions (Eq. (4)), and the following equations are obtained: 
A similar inverse Fourier series is applied over the width 2 e a on the conditions for the tractions at the top surface of the embankment (Eq. (7-9) ). This gives the following equations: 
Illustrations and results of analyses

Validation of the methodology
The parameters for the elastic layers are listed in Table 3 , which are selected corresponding to those used in Karlström and Boström [19] . A saturated poroelastic half-space is specified by the parameters in Table 4 referring to Theodorakopoulos [23] . The parameters are chosen according to Tables 3-4 To validate the accuracy of the current method, results obtained from the presented methodology are compared with those available in Dasgupta et al. [9] . In their work, the screening effects of a single open trench to a foundation generated by a harmonic point load with excitation frequency 50 Hz were studied, neglecting the mass of the foundation. By replacing the foundation with an equivalent rectangular pressure, the same problem is investigated by the present methodology. The poroelastic half-space is degenerated into an elastic half-space and the same parameters are chosen as those used in Dasgupta et al. [9] . The normalized vertical displacements, defined as the ratio of the displacement in the presence of the trench over that without trench, are presented in Fig. 2 . It can be seen that the general trend of the two results are in good agreement, but also some discrepancy can be observed at the edge of the trench, this may be due to the effect of the artificial boundary condition ( e 0 v ) used in the present model for the load excitation frequency 50 Hz. It is also of interest to note that the ground frequency components generated by a moving constant load usually lie in a lower frequency range, below 20 Hz.
Screening efficiency of trenches
In Fig.3 that of the trench on the elastic half-space; but for the load speed 60 m/s, the discrepancy of the screening efficiency between the two models is significant. The reduction of vibration levels of the trench on the elastic half-space is about 1 dB smaller than that of the trench on the poroelastic half-space.
Parametric study: Influence of load speed, soil permeability and the distance of trenches to load
In order to represent the reduction effect over an area behind the trench, an average reduction level r A over a distance T behind the trench is computed by: small increase of the average reduction level. It can also be clearly observed that the discrepancy of the screening efficiency between the trenches on the poroelastic half-space and elastic half-space becomes more significant as the load speed increases; the discrepancy between the two models is about 1dB for load speeds near and above the critical wave speed. Thus, the use of the single-phase elastic soil model will underestimate the screening efficiency of the trench significantly when the load speed approaches or exceeds the critical speed.
In Fig. 7 , the effects of the permeability coefficients k d of the saturated poroelastic half-space on the reduction velocity level are studied at the load speed 60m/s. Four values of k d are shown. It is noted in Fig. 7 that the permeability of the soil has a small effect on the reduction velocity level, and the reduction velocity level decreases as k d increases for various distances behind the trench. This phenomenon is due to the fact that, as the permeability coefficients k d increases, the coupling effect between the soil skeleton and fluid becomes weaker. Thus, attenuation effects of the saturated soil medium to the waves reduce, which leads to a reduction of the screening effect of the trench.
In Fig. 8 , the effects of L on the screening efficiency of the trench are investigated. L is defined as the distance of the trench from the load center. The geometry of the trench is kept unchanged for various L. It is observed that the screening effectiveness of the trench is much improved as L increases, especially at the area near behind the trenches. That is to say, the same trench located farther from the load, the better isolation effects can be achieved at the place behind the trench. The same phenomenon is also observed by Yang and Hung [5] . Meanwhile, the vibration amplification effect in front of the trenches becomes weak as L increases.
To further explore the effect of L on the trench's screening efficiency, the average reduction level for different L is presented in Fig. 9 . The average reduction level is calculated within the area 20 m behind the trench. It can be seen that, as L increases from 6 m to 16 m, the average reduction velocity level increases from 3.2 dB to 12 dB for the trench on the poroelastic half-space. Thus, in order to obtain a better screening effect and less detrimental amplification in front of the trench, the trenches are suggested to be installed as close as possible to the concerned structure. In addition, it is noted that the average reduction velocity level of the trench on the elastic half-space is about 1dB smaller than that of the trench on the poroelastic half-space for various L.
Conclusions
In this paper, an analytical model is proposed to investigate the screening efficiency of trenches to moving-load induced ground vibrations. A fully saturated poroelastic half-space soil model is utilized and Biot's fully dynamic poroelastic theory is applied to characterize the saturated Furthermore, the effects of the distance between the trench and the load on the screening efficiency are analyzed.
The main conclusions of this study are summarized below:
1. Amplifications of the ground surface vibrations can be observed in front of the trenches, while apparent screening effects can be obtained outside the trench; the screening effect of the trench to the ground surface vibrations improves as the load speed increases. The installation of the trench aggravates the excesses pore water pressure responses in the underlying saturated soil medium both before and behind the trench, especially the negative pore water pressure responses after the load has passed by.
2. The discrepancy between the screening efficiency of trench on a poroelastic soil and that of trench on an elastic soil model becomes apparent as the load speed increases. The use of the single-phase elastic soil model will underestimate the screening efficiency of the trench significantly when the load speed approaches or exceeds the critical speed. The permeability coefficient of the saturated soil medium has an apparent effect on the trench's screening efficiency when the load speed is high.
3. The distance between the trench and the moving load is an important factor for the trench design.
The screening effectiveness behind the trench can be much improved when the distance of the trench from the moving load increases. Meanwhile, the detrimental amplification of vibrations in front of the trench can be alleviated if the distance of the trench from the moving load increases. 
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